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Connecting the Circuit Board

41033_REVA

After the circuit board is installed:

1. Connect the motor wires (A) to the motor connector (A1) on board.

Connect the transformer cable (B) to the transformer connector (B1) on board.
Connect the meter cable (C) to the meter cable connector (C1) on board.

Connect the meter cable sensor end to the opening on the valve body.

SO

Thread meter cable (D1) and power wire (D2) along path shown in above illustration.
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Water Conditioner Flow Diagrams

In Service Position
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Water Conditioner Flow Diagrams

Brine Position
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Slow Rinse Position
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Water Conditioner Flow Diagrams

Rapid Rinse Position
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Injector Flow Data
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A) Total Flow, 3/8" Brine System B) Total Flow, 1/2" Brine Line C) Rinse
NOTE: All data taken with 2310 Safety Brine Valve and 500 Air Check

D) Brine Draw, 3/8" Brine System E) Brine Draw, 1/2" Brine Line
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Meter Flow Data
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Dimensions
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Notes
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